Abstract-Electricity generation using renewable energy sources especially wind and solar photovoltaic is increasing rapidly and replacing fossil generation. The impact is more significant in small islanded networks which historically have relied on diesel engines for generation. Since wind and photovoltaic generation is intermittent and unpredictable, it becomes difficult to schedule and manage a small network with varying load demand. Therefore, conventional generation or some kind of energy storage is required to maintain the balance between total network generation and load demand. This paper presents a case study of a small islanded electrical network in Western Australia with various combinations of wind turbines, photovoltaic modules and diesel generators. It studies their impact on voltage and frequency stability of the network with a view to maximize the penetration of renewable energy.
INTRODUCTION
Most islanded and remote power networks around the world are dependent on fossil fuels, typically diesel oil, for power generation. These networks are exposed to diesel fuel price volatility and high operation and maintenance costs including fuel transportation and bulk storage. Renewable energy sources such as wind and solar photovoltaic (PV) are clean, affordable, readily available, sustainable and can supplement generators in both grid connected and off grid residential and commercial applications. Hybrid energy systems integrate these renewable energy technologies with diesel generators (DGs), inverters and batteries to provide grid quality power in remote areas not connected to a utility grid.
An existing small power system of Laverton in Western Australia is used as a test case to investigate both voltage and frequency stability with the maximum penetration of wind and solar PV generation.
A review of literature in this area is presented in section II. The proposed method for load-generation analysis and dynamic studies are presented in section III and section IV respectively. Section V presents a case study of small islanded network in Western Australia. The conclusion of the proposed method is presented in section VI.
II. LITERATURE REVIEW
The stability problem with high penetration of renewable energy in the power network is a known issue and several researches have been conducted in this area.
Mai H. Nguyen, et.al.
[1] and Tareq Aziz et.al.
[2] focused on voltage and small signal stability of a power system with the increase in the penetration level of renewable energy and diverse power generation portfolios. The study shows that increase in wind energy dispatch, caused by the increase in wind speed, reduces the damping ratio. However, increase in penetration level of wind turbines with permanent magnet generators slightly improves the damping of inter-area mode. The paper suggests 20% to 30% renewable energy (in MW) penetration in the test system as a preferred penetration, which provides reasonable loadability and optimal grid losses.
R.H. Kemsley et.al. [3] demonstrates the integration of hydro generation with the inverter systems to achieve very low carbon electricity supply for communities and outline the issues associated with implementing such systems. The issues identified in the paper are as below:
• Use of multiple renewable energy sources helps to accommodate seasonal output variation and minimise fuel consumption.
• System with multiple generation sources require more maintenance than networks supplied from a grid or from a single generator
• Battery energy storage is a key component of the systems. However, cost and space requirement often limit battery storage;
• Meeting statutory network operating standards in small power systems is achievable but may require careful and innovative design
Frequency control with high penetration of renewables is discussed in a paper presented by Pieter et.al [4] . The study shows that the frequency support deteriorates by integration of renewables in the generation mix but can be improved through additional controls such as energy storage system, de-loading of wind turbine / solar PV, kinetic energy support from the wind turbine and load-side management. The control of an inertia-less grid is also described in this paper. The paper conclude that the effect of the penetration of renewable is most noticeable during low load situations as the use of renewable generation will cause the deactivation of traditional power plants and consequently lower the overall grid inertia.
The paper by Nayar [5] presents case studies of micro-grid distributed generation systems using wind turbines, photovoltaic modules and details on how an innovative variable speed diesel generator can be integrated into such systems. The study indicates that the newly developed variable speed diesel generator system is expected to provide good opportunity to showcase high penetration of renewable energies using state-of-the-art wind turbines and photovoltaic modules.
Neven et.al. [6] indicates that due to high energy costs in the small islands prove to be excellent test beds for the introduction of renewable energy technologies. The paper describes the H2RES model for optimisation of integration of hydrogen usage with intermittent renewable energy sources on the isolated island. The H2RES model includes reversible hydro and batteries as storage technologies with the renewable energy sources.
As noted above, several papers describe various issues with high renewable penetration in a small islanded network. This paper has considered a transient stability studies for a practical power systems network to identify the maximum possible renewable energy penetration on a small islanded network in Western Australia.
III. LOAD-GENERATION ANALYSIS
The load-generation analysis provides a guideline to the optimal installed capacity for the renewable energy sources. The guideline presented in this paper includes generation from wind energy source and solar PV.
The first step in this analysis is to identify network load demand for a particular network. The network load demand varies with the time and generally be available for a year in the form of historical records. In certain cases, the demand can also be predicted for the future study years based on the historical load data.
To meet the load demand, the installed capacity of generation needs to be higher than the maximum load at any point of time. In case of renewable generation, the generation at any point of time depends on the available energy sources (wind and solar) at that point of time and the installed capacity of the renewable sources. A typical daily load-generation curve for an installed renewable generation is shown in Fig.1 .
As shown in the Fig.1 , the total renewable energy generation is higher than the total load demand during 06:00 hrs to 09:00 hrs and for rest of the hours, total renewable generation was lower than the total load demand. This shows a requirement of energy storage for 06:00 to 09:00 hours and conventional energy generation to be in service for most of the day. A set of curves with combination of wind and solar installed capacity can be plotted to identify the required mix of generation which can present a maximum displacement of diesel generation in a load year.
IV. DYNAMIC STUDIES
The load-generation provides a maximum possible renewable generation in the network. The network stability with these generation mix needs to evaluate against the network operating criteria. To identify the network stability for different network disturbance, the system dynamic model needs to be developed in a power system simulation software program.
The dynamic models for diesel generators are to include an automatic voltage regulator with exciter and a governor system. A suitable dynamic model for the solar PV inverter and wind turbine is required. These dynamic models are to be included in the system simulation model. The network load is to be represented with an appropriate voltage and frequency dependent load models.
The network dynamic stability can be assessed in terms of system frequency and bus voltages. The network frequency is required to remain with the specified range during and after a disturbance. Similarly, the voltage at each customer end also required to remain within the stability limit. Generally, these limits are specified in the respective network technical codes for a stable network operation.
Several network disturbances are required to be simulated on the developed network. A typical set of network disturbances are listed below:
• Loss of a portion of the wind turbine generation (WTG) due to wind variability
• Loss of a portion of solar PV output due to moving clouds
• Sudden tripping of a single wind turbine or solar PV inverter due to internal or external fault
• Sudden tripping of a diesel generating unit
• Network faults
For each of the above disturbance, the bus frequency and voltage is to be monitored and system stabilityis to be assessed accordingly.
The complete network modeling, simulation of above mentioned disturbance events and monitoring of the above mentioned variables can be done using any suitable power system simulation software. The modeling software is required to have features for dynamic modeling of renewable energy sources.
V. CASE STUDY
To identify the network stability with the maximum penetration of renewable energy sources in an electric network of Laverton was used in this study. Laverton is a town located in Western Australia and has a maximum load demand of 1.2 MW in 2013 and expected to observe a maximum load of 1.9 MW in 2020. The simplified network diagram of this network is shown Fig. 2 To assess the possibility of maximum renewable penetration in the network, the PV solar output was calculated for the entire year (for each hour). The PV generation profile was considered, based on the past records from one of the solar farm [7] in Western Australia. The daily power generation record for the past one year was provided by Independent Market Operator (IMO) [8] for this study. The record provides a sufficient reflection of solar radiation pattern including a change in solar PV generation due to daily cloud movements. To get the wind generation in the Laverton, wind speed records were collected from the Bureau of Metrology [9] . These records were then extrapolated for hourly records. The extrapolation was based on the linear relation between the two given points.
An optimisation of solar PV and wind generation was performed with various combinations of solar PV and wind generation installed capacities. For each of the installed renewable generation, energy displaced from diesel generation was calculated.The energy displaced for each of the solar PV and wind generation scenarios is presented in Fig. 3 and Fig.  4 . As shown in these figures, the maximum diesel generation energy is displaced in 2013 when the system includes 0.8 MW PV solar plus+ 0.4 MW wind installed capacity. In 2020 the maximum displacement occurs with 1.3 MW PV solar plus 0.7 MW wind installed capacity. The network dynamic model was developed based on the standard IEEE dynamic models and library models available in power systems simulation software DIgSILENT PowerFactory [10] . These models includes diesel generator controls (automatic voltage regulator and governor), wind turbine and solar PV inverter models. The list of disturbances and their description is listed  TABLE II.   TABLE II. DYNAMIC STUDY EVENTS
Event

Id Event Description
Event-1 Network load increased by 10%over a second:
This event is to demonstrate the system stability for the sudden increase in the load, also observed in the load curve analysis. A load ramp event was applied in PowerFactory which ramps the load by 10% in 1.0 seconds. Event-2 PV solar generation at one location reduced by 50%: PV solar generation is impacted by moving clouds. To demonstrate the impact of moving clouds, the generation at one location is reduced to 50% of its initial value. In PowerFactory, this event was simulated as reduction in modelled sources dc current.
Event-3
Tripping of one wind turbine out of four: It is expected that any of the wind turbines in the network can trip due to any disturbance in the network or in the wind turbine generator system. To model this event in PowerFactory, a wind turbine circuit breaker was turned off.
Event-4
One diesel generator tripped: This event is similar to the above event. One of the diesel generators which were in service was turned off to simulate this event.
To assess the system stability, system frequency and bus voltages were recorded during the simulations. Following stability limits were considered for stable operation of the network:
• As per the utility technical rules, the system can operate without load shedding for a frequency down to 49.0 Hz. Therefore, a minimum frequency of 49.0 Hz was used as the stability criteria.
• After a disturbance in the network, if the system voltage does not recover to within 0.9 to 1.1 pu then it will be considered as unstable operation.
Each of the above mentioned study scenarios were tested for the listed events as above. The summary of system minimum frequencies recorded during the simulation is shown in TABLE III. Those events with frequency reductions below 49.0 Hz are grey shaded. The system voltage in all the studied cases recovers to the nominal operating voltage range and does not impose any instability issues. However, in 2020 study case the reactive power requirement was higher than the available reactive generation sources. To meet the additional reactive power, a 125 kVAR capacitor at each feeder was connected. For the load increment event (i.e. Event-1), all the cases were able to meet the stability requirements. The 10% load increment event presents 0.12 MW and 0.19 MW in 2013 and 2020 cases respectively. The increase in load was well within the available spinning reserve and hence the frequency did not reach below the stability limit of 49.0 Hz. For the reduction in PV generation (i.e. Event-2), the system was frequency unstable for Case '2013-0', Case '2020-0' and Case '2020-1'.
For the wind turbine trip event (i.e. Even frequency was within the required limit for system frequency for diesel generator trip ev was below the required limit for case '2013-2 2020 except for one case '2020-4'. All the higher spinning reserve as compare to fr cases.
Additional diesel generation will be req system stability. The comparison of system and after additional diesel generator in one o is shown in Fig. 5 . The load analysis of the networ load scenario, which is 1.2 MW, th of diesel generation energy occurs w MW of solar. For the 2020 load scen maximum displacement is occurs w MW solar energy sources. The sim analysis suggest that the frequenc required limit for the simulated dis cases. The events which were found where the large amount of diesel gen further analysis suggests that the additional diesel generator/generato The additional diesel generators wi reserve.
The study concludes that the renewable energy is limited by syste maintained by spinning reserve generators. 
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